
 SERVICE CONDUCTOR
 (BEYOND W.H.)

18" Minimum

Customer
Conduit Strap

5' 6"

GRADE

SCH. 40 PVC
BELOW GRADE

Rigid Metal Conduit
Above Grade

Top of conduit

 CUSTOMER UG SERVICE
 ON CUB POLE

 (COMMERCIAL  APPLICATION ONLY)

Center of Meter Base

W.H.

  90° Rigid Metal
   Conduit Elbow

Note:  
Cust. to supply and install rigid conduit and 
leave specified footage of service wire beyond
weatherhead on CUB pole.  

NO LESS THAN
SIX FEET

(2) Ground rods*

TAIL TAIL
5'   - SEC.
8'   - PRI.

*(3) Ground rods required for 
services 400 AMP and greater

Pole Size  
  Conduit

Above Grade

30'
35'
40'
45'
50'

24'
28'
28'
30'
35'

12' - 3PH.




